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T/GRATING
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VARIES BY SUPPLIER
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ABB
VFDS (SIZE

AND QTY AS
REQUIRED)

480V AC
CONDUIT (SIZE AND QTY AS

REQUIRED)

FEEDERFROM
MCC
FILTER
BUCKET

DISCONNECT

480v to 120v
TRANSFORMER

DISC FILTER #

MOTOR OVERLOAD COMMON FAULT

DRUM DRIVEBACKWASH PUMP

HOUR
METER

POWER

CHEMICAL CLEAN

1 2

START

STOP

Allen Bradley
OIT & PLC

FAULT

INFLUENT
GATE

OPEN CLOSE

VFD FAULT

VFD REMOTE HMI

LOCATED BEHIND
CLEAR DOOR

COVER

EMERGENCY
STOP

START STOP

OFF

MANUAL  COMPUTER

LOCAL CONTROL

LOCAL     REMOTE

CONTROL

PTT

PB

PTT

PB

PTT

SKID

PTT

SPEED

0 100

PB

PB

MOTOR OVERLOAD

HOUR
METER

VFD FAULT

VFD REMOTE HMI

LOCATED BEHIND
CLEAR DOOR

COVER

START STOP

PTT

PB

PTT

PB

SPEED

0 100

SIGNAL COMMUNICATION
BETWEEN PANELS

ETHERNET TO MASTER PLC

SIGNAL COMMUNICATION
BETWEEN PANELS

MOTOR
OVERLOAD

COVER

RAISE LOWER
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POWER

PUMP
HOUR
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EMERGENCY
STOP

LOCAL REMOTE

START

DISC FILTER
1
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DISC FILTER
2

START

DISC FILTER
3

START

DISC FILTER
4

START

DISC FILTER
5

START

DISC FILTER
6

START
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START
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START
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9

START

DISC FILTER
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CHEMICAL CLEANING
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PB
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PB

PB

PB

PB

PB

PB

PB

VALVE COMMON
FAULT

MOTOR
OVERLOAD

CHEMICAL SYSTEM

PTT PTT

LOW VOLTAGE TO EQUIPMENT
(CONDUIT SIZE AND QTY AS

REQUIRED)

DISCONNECT

NOTES:

1) WIRING BETWEEN MCC & CONTROL PANEL ENCLOSURE
SHALL BE BY THE CONSTRUCTION CONTRACTOR. TERMINAL
BLOCKS SHALL BE PROVIDED WITHIN CONTROL ENCLOSURE
BY EQUIPMENT MANUFACTURER.

RESET

PB

480V TO 120V
TRANSFORMER

120VAC CONTRACTOR
FURNISHED POWER
SUPPLY AND ENCLOSURE

FEEDER FROM
MCC BUCKET

CONTROL
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MOTOR
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PTT
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FAULT RESET
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