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TERTIARY TREATMENT BLDG.
DCU-T

TERT. DISC FILTER BLDG
MASTER PLC

TOUCH SCREEN OIT

FIBER

ETHERNET
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-BLDG DISCRETE AND ANALOG I/O
-CHANNEL GATES

-MAU
-ROOM TEMPERATURE(s)

-EXHAUST FANS
-OVERHEAD DOORS
-CHANNEL LEVELS

-SAMPLERS
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-ETC.

-BACKWASH SCREEN PLC-DISC FILTER PLC X10
SPARE 10% PLUS:

-TERTIARY SCREW BLDG DCU-T1
-DISCRETE AND ANALOG I/O

- AUTOMATIC CLEAN SKID PLC X2

LEGEND

SWITCH AND BUTTON AND HMI

FUTURE UV PLC
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TOUCH SCREEN HMI

SWITCH AND BUTTON
AND TOUCH SCREEN HMI

SWITCH AND BUTTON AND
TOUCH SCREEN OIT

TERTIARY TREATMENT
PUMP STATION

DCU-T1

PLOTTED TO NOTED SCALE
THIS LINE SCALES 1" WHEN

Jones & Henry
Engineers, Ltd.

Fluid thinking...
www.JHeng.com

R

JOB NO.

OF

SHEET NO.

DESIGNED

DATE:

B
Y

N
O
.

D
A
T
E

R
E
V
IS

IO
N
S
 A

F
T
E
R
 I
S
S
U
E
D
 F

O
R
 B

ID

CHECKEDDRAWN

STATUS:

SCALE

5 4 3 2 1

IFB-S-I02
66

NOVEMBER 2019
PRELIMINARY

PEFRGWPEF

NONE

017-7593.001

T
E
R
T
IA

R
Y
 T

R
E
A
T
M
E
N
T
 P

R
O
C
E
S
S
 U

P
G
R
A
D
E
 -

 K
A
L
A
M
A
Z
O
O
, 
M
IC

H
IG

A
N

C
O
N
T
R
A
C
T
 7

5

C
O
N
T
R
O
L
 S

C
H
E
M
A
T
IC

S
C
R
E
E
N

P
E
R
F
O
R
A
T
E
D
 P

L
A
T
E
 S

C
R
E
E
N
 I
N
F
O
R
M
A
T
IO

N
 F

O
R
 B

ID
 

5
/2

1/
2
0
2
0
 1
2
:4

4
 P

M
5
/1
1/
2
0
2
0
 1
0
:5

2
 A

M
 -

 R
W

O
R
L
E
Y

T
O
L
-7

5
9
3
0
0
1_

IF
B
-S

-I
0
2
-S

C
R
E
E
N
 C

O
N
T
R
O
L
 S

C
H
E
M
A
T
IC

X
R
E
F
E
R
E
N
C
E
D
 F

IL
E
S
:

 .
\7

5
9
3
0
0
1I
0
9

stoughtonr
Text Box
THESE DRAWINGS ARE PRELIMINARY AND INTENDED TO PROVIDE DESIGN AND LAYOUT INTENT TO THE BIDDER.  FINAL DESIGN AND LAYOUT WILL DEPEND UPON EQUIPMENT MANUFACTURER'S NEEDS AND FINAL PROCESS INTEGRATION DESIGN.  FINAL DESIGN AND LAYOUT WILL BE DETERMINED DURING SUBMITTAL REVIEW.


