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KALAMAZOO

LOCATION

CITY OF KALAMAZOO, MICHIGAN

KALAMAZOO/GPI EFFLUENT
SEWER REALIGNMENT

2022

LOCATION MAP

DATE:

STATUS:
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R

PRELIMINARY

12/16/2022

DON COONEY - VICE MAYOR

DAVID ANDERSON - MAYOR

ADMINISTRATION

MEMBERS OF COMMISSION

JAMES RITSEMA - CITY MANAGER

QIANNA DECKER

ESTEVEN JUAREZ

STEPHANIE HOFFMAN

JEANNE HESS

CHRIS PRAEDEL

JIM CORNELL - WASTEWATER DIVISION MANAGER

CHRIS NELSON - COLLECTIONS AND PLANT MAINTENANCE MANAGER

STEVE HELMER - TREATMENT OPERATIONS SUPERINTENDENT

RYAN STOUGHTON, PE - ASSISTANT CITY ENGINEER - WASTEWATER

JAMES J. BAKER, PE - PUBLIC SERVICES DIRECTOR & CITY ENGINEER

EFFLUENT SEWER
REALIGNMENT AREA



FENCE LINE

GAS LINE

WATER LINE

ELECTRICAL (UNDERGROUND)*

TELEPHONE (UNDERGROUND)*

SIGNAL (UNDERGROUND)*

STORM SEWER

SANITARY SEWER

CENTER LINE

PROPERTY LINE

CABLE (UNDERGROUND)*
COMBINED SEWER

ALPHA DESIGNATION REFERS TO UTILITY TYPE OR SERVICE TYPES, NUMERICAL DESIGNATION REFERS TO PIPE
NOMINAL DIAMETER. LINES WITH NO NUMERICAL DESIGNATION ARE OF UNKNOWN SIZE.

* AERIAL LINES, IF SHOWN, ARE DESIGNATED WITH LOWER CASE LETTERS
** FOR ELLIPTICAL SEWERS, THE VERTICAL DIMENSION (RISE) IS CALLED OUT FIRST FOLLOWED BY THE
HORIZONTAL DIMENSION (SPAN). EXAMPLE: 45X35 (RISE X SPAN) THE VERTICAL DIMENSION IS 45", THE
HORIZONTAL DIMENSION IS 35".
*** INDICATES THE REMOVAL OF ALL SPECIFIED STRUCTURES AND APPURTENANCES.

LARGE DIAMETER LINES (ANY TYPE)

TOPOGRAPHY LINES:

UTILITY LINES:

PERMANENT EASEMENT

CONSTRUCTION EASEMENT

UTILITY LINE TO BE ABANDONED

UTILITY LINE TO BE REMOVED ***

PROPOSED UTILITY

SILT FENCE

RIGHT OF WAY

OVERHEAD WIRES

NOTE: ACCURACY OF EXISTING ELEVATIONS AND DIMENSIONS
           IS NOT GUARANTEED. FIELD VERIFY BEFORE

CONSTRUCTION.

VERTICAL DATUM:

PROPOSED SYMBOLSTYPICAL EXISTING SYMBOLS AND ABBREVIATIONS

PROPOSED TRENCHLESS UTILITY

AA AERATION AIR
AL ALUM
C CABLE (UNDERGROUND)*
CA COMPRESSED AIR
CL CHLORINE SOLUTION
CO COMBINED SEWER
CLG CHLORINE GAS
DG DIGESTER GAS
DS DIGESTED SLUDGE
DW DILUTION WATER
DCW DOMESTIC COLD WATER
DHW DOMESTIC HOT WATER
EW EFFLUENT WATER
E ELECTRICAL (UNDERGROUND)*
FC FERRIC/FERROUS CHLORIDE
FD FOUNDATION DRAIN
FE FINAL EFFLUENT
FO FIBER OPTIC
FU FUEL OIL
G NATURAL GAS (OFF SITE)
GR GREASE
HWR HOT WATER RETURN
HWS HOT WATER SUPPLY
IC IRON CHLORIDE
ML MIXED LIQUOR
NG NATURAL GAS (ON SITE)
NPW NON POTABLE WATER
P POLYMER
PE PRIMARY EFFLUENT
PS PRIMARY SLUDGE
RAS RETURN ACTIVATED SLUDGE
RD ROOF DRAIN
RS RAW SEWAGE
RW RAW WATER
SA SANITARY SEWER
SB SECONDARY BYPASS
SC SCUM
SE SECONDARY EFFLUENT
S SIGNAL (UNDERGROUND)*
SPA SPARE
ST STORM SEWER
SM STEAM
SP DIGESTER SUPERNATANT
TD TANK DRAIN
T TELEPHONE (UNDERGROUND)*
TE THICKENER EFFLUENT
TS THICKENED SLUDGE
TWAS THICKENED WASTE ACTIVATED SLUDGE
WAS WASTE ACTIVATED SLUDGE

SERVICE

POWER POLE AND TELEPHONE POLE

FIRE HYDRANT OR YARD HYDRANT

CLEAN OUT

IRON PIN (OR LABELED POST, MARKER ETC.)

CATCH BASIN

WATER MAIN PLUG

CONTROL POINT

BENCHMARK

TC - TOP OF CURB ELEVATION
G - GUTTER ELEVATION

SPOT ELEVATION
*POINT OF ELEVATION IS DECIMAL

FORCE MAIN FLUSHING CONNECTION

WATER VALVE

WATER MANHOLE

WATER METER

E

WATER LINE MARKER

GAS VALVE

GAS METER

SANITARY MANHOLE

STORM MANHOLE

CURB INLET

SIGN

SHRUB

CONIFEROUS TREE

DECIDUOUS TREE

SOIL BORING

TOPO GRADE SHOT
(THE . OF THE NUMBER SIGNIFIES THE LOCATION
OF THE SHOT)

INLET PROTECTION

ELECTRIC MANHOLE

ELECTRIC METER

ELECTRIC TRANSFORMER

GUY WIRE

TELEPHONE POLE

LIGHT, POWER POLE AND TELEPHONE POLE

LIGHT POLE

POWER POLE

MAILBOX

EXISTING BUILDING

BOLLARD

TELEPHONE PEDESTAL

TELEPHONE MANHOLE

GAS LINE VENT

POST

RAIL ROAD CROSSING SIGNAL

GAS LINE MARKER

WATER METER PIT

WATER WELL

SATELLITE DISH

AIR CONDITIONING UNIT

FLAG POLE

PAVEMENT BORING

METER PIT

ST

UNKNOWN MANHOLE

EDGE OF PAVEMENT

INVERT ELEVATION

STUMP

DECORATIVE ROCK

YARD LIGHT

ELECTRIC PULLBOX

TOWER

TOP OF WALK

VAULT

FOUND MONUMENT BOX
TELEPHONE LINE MARKER

VENT PIPE

SEPTIC TANK

UNKNOWN PEDESTAL

UNKNOWN VALVE

WATER VENT

UNKNOWN WELL

UNKNOWN POLE

UNKNOWN BOX

TELEPHONE POLE AND LIGHT POLE

TELEPHONE BOOTH

SANITARY VENT

SANITARY VALVE

SANITARY MARKER

AXLE

BARBEQUE GRILL

CONTROLLER POLE MOUNTED

CABLE TV

DRILL HOLE

DRAIN TILE

DRY WELL

ELECTRIC VAULT

AERIAL CONTROL POINT

GAS MANHOLE

PETROLEUM PUMP

GAS TEST STATION

GAS WELL

TACKED HUB

LIGHT POLE BOX

MINE SPIKE

MONITORING WELL

OIL TANK

NEWS PAPER BOX

PARKING METER

PAY PHONE

HEAD STONE

RAIL ROAD GATE

RAIL ROAD SPIKE SET 

RAIL ROAD FROG

RAIL ROAD MILE POST

SIGNAL

TRAFFIC PULL BOX

SPRINKLER HEAD

POWER LINE MARKER

T-BAR

TPB

TRAFFIC MANHOLE

TANK FILLER CAP

SUPPORT POLE

CONCRETE MONUMENT

AERIAL WING POINT

GOLF BALL WASHER

SPIGOT

STORM LINE MARKER

RAIL ROAD SPIKE

BOLT

B-2

PC-2

POLE TO BE TEMPORARILY SUPPORTED AND
PROTECTED BY CONTRACTOR

HOLD

CLEAN OUT

CATCH BASIN

FH A

CO

FIRE HYDRANT TO BE REMOVED

TREE TO BE REMOVED

STUMP TO BE REMOVED

FORCE MAIN FLUSHING CONNECTION

ABANDON VALVE BOX

ABANDON VALVE MANHOLE

SANITARY MANHOLE

STORM MANHOLE

M METER PIT

GATE VALVE AND BOX

BUTTERFLY VALVE AND BOX

PLUG VALVE AND BOX

TAPPING SLEEVE VALVE AND BOX

FIRE HYDRANT ASSEMBLY, TYPE A

FIRE HYDRANT ASSEMBLY, TYPE B

BV

PV

FH B

GATE VALVE AND MANHOLE

BUTTERFLY VALVE AND MANHOLE

PLUG VALVE AND MANHOLE

AIR RELEASE VALVE AND MANHOLE

INSERTING VALVE AND MANHOLE

TAPPING SLEEVE VALVE AND MANHOLE

FC

M
H S

A-1
.1

-1

M
H S

T-1
.1

-1

GV

BV

PV

ARV

IV

CURB INLET

CI S
T-1

.1
-1

CB S
T-1

.1
-1

REDUCER

PROPOSED LARGE DIAMETER UTILITY

FC

PETROLEUM, OIL, LUBRICANTS

DRAWING INDEX
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KALAMAZOO RIVER
WATER ELEVATION
AS MEASURED ON
OCTOBER 2, 2020
752.50 (NAVD88)

KALAMAZOO RIVER
WATER ELEVATION
AS MEASURED ON
OCTOBER 2, 2020
752.50 (NAVD88)
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1.  Utilities shown are approximate locations derived from actual measurements.  They should not be
interpreted to be exact locations nor should it be assumed that they are the only utilities in this area.

2.  Benchmark #1:  Plastic tag stamped "763.76" near the NE corner of  overflow chamber East of the
     Administration Building.  ELEVATION:763.30 (NAVD88).

3.  Basis of Coordinates: Michigan State Plane South, International feet.

4.  Control Point Information:

NO. NORTHING EASTING ELEV
1 296855.290 12797095.924 760.27 MAG NAIL
2 296626.441 12797089.940 761.54 MAG NAIL
3 296403.981 12797084.294 761.92 MAG NAIL
4 296177.009 12796873.824 761.58 MAG NAIL
5 296331.126 12797132.506 762.99 MAG NAIL
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CITY OF KALAMAZOO - KWRP
1415 HARRISON ST, KALAMAZOO, MI

INDUSTRIAL
DIVERSION
CHAMBER 1

PROPOSED SANITARY
ALIGNMENT

PARSHALL FLUME

OVERHEAD STRUCTURE

KWRP
ADMIN
BLDG

SURVEYOR NOTES:

NOTE IN PLAN VIEW

PROPOSED STORM
ALIGNMENT
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PLAN VIEW

SECTION A-A

BRICK OFF & PLASTER
36" PIPE TO THE WEST

NOTE:
ALL ELEVATIONS SHOWN ARE NGVD 29.

24" X 12" TEE

12" 90° BEND

24" 90° BEND

12" VENT PIPE PENETRATION

24" 90° BEND
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PLAN VIEW

SECTION G-GSECTION H-H

CUT & CAP
DRAIN PIPE

REMOVE STRUCTURE 3'-0"
BELOW SURFACE

FILL ABANDONED STRUCTURE
WITH MDOT CLASS II SAND
ABOVE FLOWABLE FILL LINE

FILL ENTIRE STRUCTURE ABOVE
ALL PIPE CROWNS WITH MDOT
FLOWABLE FILL

REMOVE AND SALVAGE
VALVE OPERATOR TO OWNER

BRICK OFF & PLASTER
36" PIPE TO THE SOUTH

BRICK OFF & PLASTER
54" PIPE TO THE

NORTH

BRICK OFF & PLASTER
36" PIPE TO THE EAST

NOTE:
ALL ELEVATIONS SHOWN ARE NGVD 29.
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